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INSTRUCTIONS |

Model AG2403C 0
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WARNING: Secondary Szurge Arrester

Intermatic incorporated recommends that the AG si,:eries Secondary Surge Arresters be installed by a licensed
electrician. Hazardous voltages may be present. {\G series uniis are not intended {o protect against direct
lightning strikes.

MAINTENANCE:

Inspect every 3 months for cracks in the housing or black soot coming out of nipple end. If either is observed,
unit is no longer providing surge protection and should be replaced.

APPLICATION I
This model is designed specifically for 240 VAC Delta or 120 / 240 VAC High Leg Delta three phase applications.
If your application does not match one of the diagrams shown below, consuit the information on the back of this
sheet or call your supplier.
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1207240 VAC Four wire plus Ground
High Leyg Delta

Found in Main Disconnect Switches,
Main Distribution panels, L.oad Centers
Sub panels and eguipment locations.

240 VAC Three wire plus Ground
Found in Main Disconnect switches,
Main Distribution panels, Load Centers
Sub panels and equipment locations.
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240 VAC Two wire plus Ground -

from a three phase panel
Found at connections for individual

WHITE "’
240 VAC Three wire plus Ground -
R N
pieces of eguipment such as motors,
heaters, pumps and parking lot lights.

Grounded Phase Delta

Found in Main Disconnect Switches,
Main Distribution paneis, Load Centers
Sub panels and equipment locations,
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