INSTALLATION |
INSTRUCTIONS |

Model AG4801 S
WARNING: Secondary Surge Arrester

Intermatic incorporated recommends that the AG aferies Secondary Surge Arresters be installed by a licensed
electrician. Hazardous voltages may be present. AG series units are not intended to protect against direct
lightning strikes.

MAINTENANCE:

Inspect every 3 months for cracks in the housing of black soot coming out of nipple end. If either is observed,
unit is no longer providing surge protection and should be replaced.

APPLICATION [
This model is designed specifically for 480 VAC sirigle phase or two phase applications. i your application
does not match one of the diagrams shown below, iconsult the information on the back of this sheet or call
your supplier. '
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_________ 480 VAG Two wire single phase ...
Found in lighting circuits and at
connections tor individual preces of
equipment such as pumps and single

2771480 VAC Three wire plus Ground
from a three phase panel
Found in lighting and parking ot light
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NOTE: This configuration provides iine-~
to-neutral and neutral-to-ground prolection.
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480 VAC Two wire pius Ground
from a three phase panel

11
Found at connections for individual
pieces of equipment such as molors,

water heaters and parking lot lights.
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